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Parallel computing techniques on enhancement of
thermal-hydraulic analysis of fluid flow networked systems

Abstract. The considerable computation time of a practical application of sequential algorithms for simulating thermal and flow distribution in fluid flow
networked systems (FFNS’s) is the motivating factor to study their parallel implementation. The mathematical model formulated and studied in the
paper requires the solution of a set of nonlinear equations, which are solved by the Newton-Raphson method. An object-oriented solver automatically
formulates the equations for networks of an arbitrary topology. The hydraulic model that is chosen as a benchmark consists of nodal flows and loop
equations. A general decomposition algorithm for analysis of flow and temperature distribution in a FFNS is presented, and results of speedup of its
parallel implementation are demonstrated.

Streszczenie. Zaproponowano model do symulacji równoległej zadania analizy statycznego przepływu cieczy w sieciach przepływowych. Model
sprowadza się do rozwiązania układów równan nieliniowych metodą Newtona-Raphsona. Przedstawiono algorytm dekompozycyjny do analizy
rozdysponowania przepływu i temperatur w sieci przepływowej oraz wyniki przyspieszenia jego implementacji równoległej.(Techniki obliczeniowe
rownoległe usprawniające analizę termiczną oraz hydrauliczną sieci przepływowych)
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Introduction
The domain of application of a fluid flow networked sys-

tems (FFNS) analysis is very wide, e.g. airplane hydraulic,
fuel or environmental control systems, district heating sys-
tems, air-conditioning systems of buildings, data centers,
trains or ships, water or gas distribution systems, and so on.
An FFNS is a network of interacting components. Its task is to
convert the magnitudes of parameters fixed at certain bound-
ary system points into the magnitudes prescribed at the other
ones. Such parameters are called boundary conditions. The
conversion is a result of mutual transformations of different
forms of energy and matter. The transformation is performed
in the FFNS components, with each type defining its unique
transformation process. Thus, the FFNS type is character-
ized by the totality of such processes. The moving forces of
the transformations are finite temperature and pressure dif-
ferences. To answer the question how such transformations
are realized by the system requires solving analysis problem.
To do this, we have additionally to fix magnitudes of geometri-
cal parameters (e.g. for a tube they are tube diameter, length,
roughness, wall thickness, etc.) and boundary conditions
(temperatures, pressures). The result of the analysis is a
vector of the thermodynamic parameters (pressures, temper-
atures, enthalpies, etc.) and flow rates. Practical simulations
of aircraft environmental control systems [1] demonstrate the
dependence of flow on temperature. It follows from the fact
that a Reynolds number depends on dynamic viscosity being
a function of temperature, in turn. For fluids, change of tem-
perature on 20 K changes the dynamic viscosity almost twice,
which can easily be seen from the water property tables [2].
The above general description concerns any thermal system
type, including air conditioning systems of data centers. It is
well-known how important it is to keep data center, servers or
computer room at an optimum temperature for the best data
center performance and reliability. For example, if the humid-
ity drops below some relative humidity in a data center, static
electrical charges can build-up causing sparks that damage
servers and IT equipment. Data centers evolve. They are
flexible architectures that may change, even drastically, their
powers and emitting heat. That is, a lifecycle of servers does
not match the lifecycle of air-conditioning systems of data
centers. For the cost savings sake the components of a data
center are integrated into a building management system that
complicates essentially their design, analysis and control be-
cause its each component should be designed or analyzed

as an integral part of the totality of interacting components.
Being a criterion parameter Reynolds’ number makes impact
on the values of resistances and heat exchange intensity.
The impact of a Reynolds number change due to tempera-
ture is more essential for laminar or smooth pipe flows [3].
If a pipe network is controllable, then any kind of flow (lami-
nar, turbulent) can take place in its various parts. To account
the temperature impact, the joint thermal and hydraulic sim-
ulation should be performed. Individually, the analysis meth-
ods for the simulation of flow distribution and temperatures
have been addressed in literature. For the flow steady state
analysis the most common methods are those in which inde-
pendent variables are expressed in terms of the link or chord
flows, of the loop flow correction or the nodal heads. In [4],
a lack of stability of the nodal method [4, 5, 6] is reported. In
[7, 8] the numerical superiority of the flow method over the
nodal head method has been proved. The comprehensive
analysis, history and examples of the use of these methods
are available in [1], [9, 10, 11, 12, 13, 14]. In [15] the value
of a full-set equation approach is demonstrated which lends
itself to the technique of introducing additional equations to
describe modified or added network characteristics meeting
specified conditions. Being a more general formulation the
full-set approach is also employed in this study. The ther-
mal model is a particular form of the first thermodynamic law.
The matrix formulation of thermal model is studied, in detail,
in [16, 17] and, later, in [18]. The general methodology of the
thermal-hydraulic simulation is addressed in [19].

FFNS is a product of design, i.e., on the one hand, its
structure should be defined – a graph of components types
and the sequence of the transformation processes in FFNS
components. On the other hand, each component charac-
teristics should be specified, defining qualitatively intensity
of a transformation process in each FFNS component. The
latter is provided by design of a component, which is often
reduced to its sizing. Normally, FFNS is designed for a typi-
cal mode of its functioning. The simulation models should be
used to determine that state parameters are still within allow-
able ranges of FFNS operation. Otherwise, the state param-
eters must be adjusted. Control devices are important com-
ponents of any FFNS. They provide design values of temper-
atures, flows and pressures in certain parts of a system when
FFNS boundary conditions change. One of the basic physi-
cal mechanisms of control is throttling, meaning the change
of valve resistances. It changes the amount of working fluids
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with different temperatures mixed in the temperature control
devices in that way redistributing temperatures in the whole
FFNS as well as flows and pressures. In engineering, con-
trol devices should maintain the operational state parameters
and flow rates close to the ones obtained at the design stage.
Valve resistances calculated for various control devices and
boundary conditions may characterize steady state temper-
ature, pressure, humidity or flow rate controllability of FFNS.
This may support decision-making at FFNS design in speci-
fying composition and location of FFNS control devices.

The detail analysis and design of such thermal systems
become possible to perform if they are computer-aided. How-
ever, it is equally important to design the FFNS performing
the desired task in emergency or changing environmental
conditions. The range of these conditions constitutes the
FFNS envelope within which the FFNS is considered to be
statically controllable. Hence, the envelope specification ac-
companies FFNS design. It is impossible to do without the
model which is capable of analyzing different FFNS config-
urations invoked by the changed valve positions of various
types of control devices. Thus, the robust method for anal-
ysis of FFNS static controllability must result in a solution at
any FFNS control configuration.

The use of it for more and more large networks is becom-
ing more and more time-consuming. It is the motivating factor
to study a parallel implementation of the sequential method-
ology [19]. The OpenMP standard [20] is chosen as a tool for
paralleling, because its use is very straightforward.

Mathematical model
To formulate a FFNS model we use the graph theory

as a framework to relate process models described by fun-
damental laws of physics. FFNS graph, G = (V,E) is
a number set of nodes V ∈ N and edges E ⊆ V ×
V ∈ N, with nt = |V |, e = |E| being the number
of FFNS graph nodes and edges, respectively. Besides,
V = Vi ∪ Vb such that Vi = {i ∈ N : 1 ≤ i ≤ ni}, Vb =
{i ∈ N : ni < i ≤ n, dG(i) = 1}, where ni = |Vi|, nb =
|Vb|, n = ni + nb, and dG stands for a graph node degree.
Nodes from Vb are called boundary nodes, where some pro-
cess parameters are given values. Edges may also be spec-
ified by some process parameter, variable or fixed (e.g. by
nodal flow demands). We specify a FFNS graph with an inci-
dence matrix,Ani×e.

We consider the stationary thermal and flow simulation
of incompressible fluid in a pipe network. We do not explicitly
take into account pumps in the network, but they could easily
be incorporated, as well as the given discharges from the
interior nodes. Three basic conservation physical principles
are necessary to formulate the model: continuity, momentum
and energy

A

(
ṁ

Ṁ

)
=

(
Ãn×em

|0
)
ṁ(1)

+
(
0|Ān×eM

)
Ṁ = Amṁ + AMṀ = 0 ,

ADmT = 0 ,(2)

A
T
P + Dr

(
ṁ

Ṁ

)
= 0 ,(3)

BnT ×eT = 0 ,(4)

where A = Am + AM; ṁem×1, ṀeM×1, Te×1, Pn×1,
Ke×1 are vectors of flow rate variables, fixed flow rates, tem-
peratures, pressures, and resistances, respectively; em =
e − eM ;Dm = diag(ṁ, Ṁ),Dr = diag(K |ṁ|).

The first principle (Eq.(1)) determines nodal equations
implying that at each node the sum of flows in pipes incident
to the node is zero. The second principle (Eq.(2)) expresses
pressure differences between two pipe sections through flow
rates and duct resistances Kk. The latter are defined differ-
ently for different types of ducts

(5) Kk = Lλ/2ρDhA2

c ,

or heat exchanger channels

Kk =
1

2ρA2
c

[(
1 − σ2 + Kc

)
+ λ

As

Ac

−
(
1 − σ2 − Kl

)]
k

,(6)

where Dh- hydraulic diameter, Ac- cross-sectional area, ρ-
density, λ - Darcy-Weisbach friction factor, L - duct length, σ
- ratio of the free flow area to the frontal area on one side of
the exchanger,Kc,Kl - entrance and exit loss coefficients of
a heat exchanger channel, As - heat transfer surface on one
side of a heat exchanger. We use the following formulas for
friction factors (see Eq.(5)) in this study [21]

(7) λ = f (Re,Δ, Dh) ,

where Δ is an inner surface duct roughness, Re is the
Reynolds number

(8) Re = ṁDh/μAc ,

where μ is a dynamic viscosity. The third principle yields
an equation Eq.(2) and elemental equations which forms de-
pend on the type of an element. In the paper we differentiate
two elemental models that appear from the energy principle.
Again, they are a tube and a heat exchanger channel. The
tube model is defined as follows

Tk,i1 − e(
UAs
Cṁ

L)
kTk,i2+

[
e(

UAs
Cṁ

L)
k − 1

]
Tk,w = 0 ,

k = 1, e , i1 �= i2 ,(9)

where Tk,i1 , Tk,i2 , are temperatures at pipe ends incident
to nodes i1 and i2, Tk,w is a boundary temperature (e.g. a
tube wall temperature); U is a overall heat transfer coefficient,
C is an average heat capacity, As is an inner heat transfer
area. The overall heat transfer coefficient is obtained from
the following formula (see e.g. [2])

(10) UAs =

⎡
⎣ 1

hAs
+

Dh,1 ln
Dh,2

Dh,1

kwAs

⎤
⎦
−1

,

which is the integral of the differential equation of heat con-
duction through a cylindrical wall with the given temperature
on the tube outer surface as the boundary condition. In
(Eq.(10)), Dh,1 ≡ Dh, but Dh,2 is an outer tube diameter,
h is a heat transfer coefficient, kw is a thermal conductivity.
In turn, equation (Eq.(9)) is a form of the analytical solution of
the differential equation of convection heat transfer between
incompressible fluid flow in the tube and the inner surface of a
tube cylindrical wall (see e.g. [2]). Equation (2) means nodal
energy balance. The heat transfer coefficient h in Eq.(9) is
obtained from the definition of the Nusselt number

(11) Nu = hDh/k ,
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which is determined as follows [22]

Nu = 0.0021Re0.8Pr0.43(Pr/Prw)0.14 ,

Re ≥ 104 ,(12)

Nu = (Nu6.267
l /Nu5.267

t )Re0.68 ln Nut/Nul ,

2300 ≤ Re < 104 ,(13)

Nu = 1.55(PrReDh/L)1.33(μ/μw)0.14 ,

Re < 2300 ,(14)

for turbulent, transitional and laminar flows, respectively. Into
Eqs.(12)-(14) the Prandtl number quantity enters. It is defined
as follows

(15) Pr = Cμ/k ,

In Eq.(13) Nul is computed from Eq.(14) at Re = 2300,
and Nut is computed from Eq.(12) at Re = 104. All work-
ing fluid properties (C, k, μ) are assumed to be functions
of mean temperatures (Tm) for every pipe network element.
Hence, all the dimensionless parameters (Re, Nu, Pr) are
also functions of temperature.

The heat exchanger model is characterized, in turn, by
the following relationships [25]

(16) ε =
Ch (Th,1 − Th,2)

Cmin (Th,1 − Tc,1)
=

Cc (Tc,2 − Tc,1)

Cmin (Th,1 − Tc,1)
,

where
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1
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⎞
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⎤
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C =
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Cmax
,(18)

Cmin = min(Cc, Ch), Cmax = min(Cc, Ch),

Cc = cp,cṁc, Ch = cp,hṁh,(19)

Ntu =
UA

Cmin
,(20)
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+
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kwAw
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1

hcη0cAc
,
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cpμ

k
, α = cp

ṁ

Ac
St,(21)

St = St(Re)Pr−
2

3 ,(22)

η0 = 1 −
Af

A

[
1 −

tanh 0.5mb

0.5b

]
,(23)

m =

√
2h

kfδf
, Dh =

4Ac

A
L,Re =

4ṁ

μ

L

A
,(24)

where A = Aw + Af , A - heat transfer surface on one side
of the exchanger, Aw - separation plate area, Af - fin area,
η0 - overall fin efficiency, b - separation plate distance, St
- the Stanton number, ε - heat exchanger effectiveness, δw

- separation plate thickness, δ - fin thickness, 1 - inlet, 2 -
outlet, c - cold, h - hot. For the purpose of study we assume
that all the heat exchangers are one-pass compact cross-flow
with both flows unmixed.

From the temperature model Eqs.(2), (4), (9)-(24) anal-
ysis it follows that it doesn’t have full rank. Consequently,
some additional equations must be automatically formed and
added to the model [17, 19]. To do this, the flow rate distri-
bution must be known. Assuming that it holds, we find out
outflow pipes for each node. After mixing each outflow pipe
has the same temperature.

Encoding of matrixBnT ×e is specific to the FFNS model
in question. The peculiarity of the isothermal model of FFNS
is a possibility to treat a temperature variable as an edge
variable instead of being a node variable as it takes place
in the general case. To encode the isothermal model of
FFNS we introduce a set VT = {k ∈ V : Θk > 1}, where
Θk = odG(k) denotes the out-degree of k. We also de-
fine a set Π ⊇ Πk = Θk(1) × (Θk − Θk(1)) such that
Π =

⋂
k Πk = 
, k ∈ VT . Notice that the content of Π can

be determined from A. Then, nT and BnT ×e in Eq.(4) are
defined as follows, respectively nT =

∑|VT |
k=1

|Πk|

Bl,∗ =

{
Bl,i = 1, Bl,j = −1, ∃(i, j) ∈ Πl

Bl,k = 0, ∀k /∈ (i, j) , l = 1, n
T
.

(25)

Having added Eqs.(4) and (25) to Eqs.(2), (4), (9)-(24) a
FFNS model becomes the determined problem. With the
model at hand, we can go over to answer the question how
many times faster we can solve such a model in parallel than
sequentially.

Results and discussion
With this end in view, a number of pipe networks config-

urations followed from the benchmark network (see Fig. 1)
have been solved sequentially and in parallel. The configu-
rations of pipe networks with the pipe number less than 66
are not depicted. Adding incrementally blocks of 66 pipes
the maximum pipe number networks that has been solved
has 528 pipes. Numerical experiments have been performed

Fig. 1. The benchmark pipe network.

on the computer with 2×Quad Core Processors (Intel Xeon
E5405 Quad Core Processor) under the Windows Server
2003 operation system. A pipe network solver is developed
and compiled in the Visual Studio Team 2008 environment.
The parallel implementation of the sequential algorithm
is coded with the OpenMP standard, which substantially
simplifies studies on parallelization, because programming
with this standard is very straightforward [20]. Experience
shows [1, 11, 19, 23] that a general solution algorithm of the
nonlinear model described in section 2 can be decomposed
into several stages (see the pseudo-code below): hydraulic,
thermal and working fluid property ones.
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function ṁ = hydraulic_model() {
\\ the fine-grained parallelization is implemented
\\ for all loops in the below functions

while(δK > ε1) {
\\ resistance fixed-point iterations

while(δṁ > ε) {
\\ Newton iterations for flow model
\\ analysis

form_hydlaulic_model_SLE(in K, in ṁ,
out J, out F);

\\ The below function solves Eq.(25)
ṁnew

=solve_SLE_in_parallel(in J,
in F);

ṁnew
=line_search(in ṁnew);

δṁ =estimate_relative_error(in ṁnew,
in ṁ);
ṁ = ṁnew ;

}
#pragma omp for \\ dependence-free loop
for(i=0;i<number_of_pipes;i++)
\\ evaluates Eq.(5) or Eq.(6)

Knew
= compute_resistances(in ṁ);

δK = estimate_relative_error(in Knew,
in K);

}
}
function thermal-hydraulic_model() {
\\ a mean temperature is given

while(δTm > ε2) {
\\ mean temperature fixed-point iterations

\\ the first stage
ṁ = hydraulic_model();
\\ the second stage.
\\ B is a right part of Eqs.(4), (2), (9)
\\ or/and (16), (25)
form_temperature_model_SLE(in C, in ṁ,

out Φ, out B);
T =solve_SLE_in_parallel(in Φ, in B);
\\ the third stage
#pragma omp for \\ dependence-free loops
for(i=0;i<number_of_pipes;i++) {

compute_mean_temperatures(in T,
out T new

m
) ;

compute_fluid_properties(in T new

m
);

compute_model_parameters(in T new

m
);

}
δTm = estimate_relative_error(in T new

m
,

in Tm);
}

}
Stage 1 operates at fixed mean temperatures. The hydraulic
model computes flow rates at constant resistances with
Newton’s method [26], followed by parallel computation
of new resistances being functions of flow rates. As a
component of Newton’s method, the parallel dense LU
solver is implemented that uses Crout-like reduction with row
pivoting. At each Newton iteration, the LU solver solves the
following set of linear equations (SLE)

(26) J(ṁi)Δṁi = −F (ṁi) ,

obtained from linearizing Eqs.(1), (3) and transforming Eq.(3)
to the loop form, for the full-step flow correction vector,Δṁi.
To assure decreasing ‖F (ṁ)‖

2

2
/2, a line search technique

[26] is employed to correct Δṁi, if necessary. Stage 2 oper-

ates both at fixed flow rates and mean temperatures (see the
above pseudo-code).

In this case, Eqs.(2), (4), (9), (16), Eq.(25) constitute an
SLE with constant coefficients Eqs.(10)-(24). Stage 3 com-
putes average temperatures and fluid properties. Each it-
erative algorithm of the general one solves for one type of
parameter vector and requires about 6-9 iterations to con-
verge with accuracy ε ≤ 10−9, ε ≤ 10−6, ε2 ≤ 10−3 for
flow rates, resistances and mean temperatures, respectively.
One of the basic activities of the algorithm is to solve SLE.
The SLEs are unsymmetrical and sparse that requires imple-
mentation of the solution algorithm for this general case of
SLE. Numerical experiments demonstrate that the speedup
of solving SLE benchmarks [27] of size of order 1000 by
the LU factorization method doesn’t exceed 2, for the given
hardware (which configuration can be essential to achieving
high parallel performance [28]). Therefore, we can expect

Fig. 2. The speedup and efficiency.

that the speedup of the whole algorithm will be of the sim-
ilar order. Newton’s method is largely sequential in nature.
It consists of the sequence of subtasks such as formulation
of equations, symbolic factorization, solving SLE, computing
gradients and norms, etc., with numerous conditional con-
structs, reduction variables and a set of loops having small
number of operations. Paralleling each task individually we
realize fine-grained parallelization that requires the current
task to be synchronized before running the next one that, in
turn, might cause essential synchronization overheads. De-
spite the fact, numerical experiments verify (Fig. 2) scalability
of fine-grained parallelism. Indeed, we can observe stable,
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Fig. 3. Speedup of models corresponding different algorithm stages.

though not intensive, growth in speedup and efficiency start-
ing even with relatively small pipe network sizes (about 150
pipes).

The next numerical experiments that are made give in-
sight in the speedup effects of applying fixed-point iterations
(the model decomposition) to the algorithm versus pipe net-
work sizes and types of the models being solved, and that
may be individually commercially useful. The aim is to verify
growth in speedup with increase in element models complex-
ity. Curve 1 in Fig. 3 demonstrates the speedup of paral-
lelization of the flow model analysis, where resistances K
are kept fixed (see the pseudo code). We can note, that
speedup is observed for networks sizes being greater than
250 pipes (see Fig. 3). Experiments with the hydraulic model
(curve 2) and the complete model (curve 3) demonstrate that
speedup substantially increases. In comparison to the flow
model the speedup observed is for minimal synchronization
overheads incurred with the parallel implementation of the
relaxation method, which correct resistances (stage 1), and
average temperatures and working fluid properties (stage 3).
Speedup will increase even greater if elements model (e.g.
heat exchanger) of a pipe network require more computa-
tions for evaluating resistances and mean temperatures. In-
deed, simulations have shown that the speedup for the heat
exchanger network shown in Fig. 4 was a little greater than
1, whereas speedup for the equivalent pipe network with the
same edge number is still less than 1. It sustains the assump-

Fig. 4. Heat exchanger network

tion made above (due to more complex procedure of compu-
tation of a heat exchanger effectiveness with Eqs. (17)-(24)
than with Eqs. (10)-(14) in case of calculation of a heat trans-
fer coefficient of a pipe).

Conclusion
In the paper, the parallel implementation of the steady-

state thermal-hydraulic analysis in OpenMP is presented.
The mathematical model studied contains all typical tasks in-
herent to such an application domain. To demonstrate the
influence of each task on the final speedup numerical exper-
iments have been carried out for different sets of subtasks
and sizes of pipe networks on computer with 2×Quad Core
Processors (Intel Xeon E5405 Quad Core Processor) under
the Windows Server 2003 operation system. The object-
oriented code of the thermal-hydraulic analysis solver, which
proved to be robust and scalable, has been implemented and
compiled in Visual Studio Team 2008 environment. The pa-
per demonstrates that the fine-grained parallel implementa-
tion in OpenMP of the decomposition algorithm considered
results in speedup of order 2 for the network of 528 pipes,
and the potential in speedup increase exists for larger sizes
of FFNS’s. It has been achieved by parallelization of the al-
gorithm for solving SLE, being a dominant functionality of the
flowmodel analysis and temperature submodels. Meanwhile,
two fixed-point iteration procedures that compose these sub-
models into the whole are the sources of earned speedup
value as compared to the hydraulic model, where solving
SLE is a dominant functionality. For larger networks speedup
will increase mainly thanks to greater number of its elements,
which parameters are corrected by fixed-point iterations, and
which, in turn, do not introduce additional data dependences
and, as result, communication; while efficiency of the SLE
parallelization will grow slowly. The results also demon-
strate that further increase in speedup can be achieved by
implementing more advanced symbolic matrix manipulations
and decomposition methods resulting in minimal communica-
tions, provided that they altogether decrease the computation
time of the sequential implementations of these algorithms.

The model presented can be easily extended to simulate
pipe networks with more complex models of element (e.g.
with heat exchangers) or working fluid properties (e.g. with
account for phase transitions); doing so the speedup will al-
ways grow.
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Starikovičius V.: Parallel mumerical algorithm for optimiza-
tion of electrical cables, Mathematical Modelling and Analysis,
vol.13, 4, pp. 471–482, 2008

Authors: Ph.D. Mykhailo Fedorov, Department of Software
Engineering, Faculty of Computer Science, West Pomera-
nian University of Technology, ul. Zolnierska 49, 71-210
Szczecin, Poland, email: mfedorov@wi.zut.edu.pl
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